
Ref. Status Status Date
Main 
Line

Location Code Location Description Area Start(m)
Linear 
Positio

Qty. 
Units

Lead Paint
%

Surface Code
Asbestos 

Type
Date 

Identified

Above 
False 

Ceiling

03/01/2012 N

03/01/2012 N

03/01/2012 N

3 29/09/2011

29/09/2011

29/09/2011

29/09/2011

2 29/09/2011 N

Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

1752

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

45371

1752 ACTIVE 14/04/2014 J N135-00-2/732
Switch Room - Station 

Building - London Bridge Stn
No Access

Asbestos No Access: 
Presumed

Not Surveyed 0

Ref. Material: Asbestos Type Material : Condition Code

45371 ACTIVE 03/07/2020 J
N135-00-2/731 

WAL-001

Wall: Internal - 1 - CER - 
Station Building

- London Bridge Stn

Other Electrical 
Boxes

Asbestos Strongly 
Presumed

Materials within 2no. 
switchboxes

0 N

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

45372

Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

2648

45372 ACTIVE 03/07/2020 J N135-00-2/731
CER - Station Building
- London Bridge Stn

Durasteel

Asbestos Strongly 
Presumed

Fire door (durasteel) new to 
doorways

0

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

45369

2648 ACTIVE 14/04/2014 J N135-00-2/781
CER - Station Building
- London Bridge Stn

No Access

Asbestos No Access: 
Presumed

Not Surveyed 0

Ref. Material: Asbestos Type Material : Condition Code

45370

45369 ACTIVE 02/07/2020 J N135-00-2/242
Passage - Station Building - 

London Bridge Stn
Durasteel

Asbestos Known
Asbestos K (1 & 2) - 
Durasteel fire door 1 no 0

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

45370 ACTIVE 02/07/2020 J N135-00-2/242
Passage - Station Building - 

London Bridge Stn
Durasteel

Asbestos Known
Asbestos K (1 & 2) - Fire 
door (durasteel) 3 no to 
door frames

0

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

45368 ACTIVE 02/07/2020 J
N135-00-2/241 

DORS
Doors - Passage - Station 

Building - London Bridge Stn
Durasteel

Asbestos Presumed Fire door (durasteel) 3 no to 
doors

0

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

45368

1751 ACTIVE 14/04/2014 J N135-00-2/241
Passage - Station Building - 

London Bridge Stn
No Access

Asbestos No Access: 
Presumed

Not Surveyed 0

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

1751

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

45367

Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

45366

45367 ACTIVE 02/07/2020 J N135-00-1/777
Fan Room - Station Building - 

London Bridge Stn
Other Electrical 

Boxes

Asbestos Presumed Materials within electrical 
equipment

0 N

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

45365

45366 ACTIVE 02/07/2020 J N135-00-1/680
Switch Cupboard - Station 

Building - London Bridge Stn
Other Electrical 

Boxes

Asbestos Presumed Materials within electrical 
equipment

0 N

Ref. Material: Asbestos Type

Run date: 26/05/2022  Line: JNP  Assessment Status: All  Material Status: All  Material Type: All

Material 
Type

Material Status Finish(m) Notes
Qty. 

Metre
PCB %

Assessme 
Score

Report 
Ref.

Below False 
Floor

45365 ACTIVE 02/07/2020 J N135-00-1/679
Switch Cupboard - Station 

Building - London Bridge Stn
Other Electrical 

Boxes

Asbestos Presumed Materials within electrical 
equipment

0 N

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code



Ref. Status Status Date
Main 
Line

Location Code Location Description Area Start(m)
Linear 
Positio

Qty. 
Units

Lead Paint
%

Surface Code
Asbestos 

Type
Date 

Identified

Above 
False 

Ceiling

Run date: 26/05/2022  Line: JNP  Assessment Status: All  Material Status: All  Material Type: All

Material 
Type

Material Status Finish(m) Notes
Qty. 

Metre
PCB %

Assessme 
Score

Report 
Ref.

Below False 
Floor

1 29/09/2011

Unencapsula 
medium density 
or encapsulated 
highly
friable materials

Chrysotile 29/09/2011 N

Encapsulated 
medium density 
materials Chrysotile 24/02/2009

No Access
Stairs: Linear - Station 

Building - London Bridge Stn
N135-00-2/981J26/01/2015ACTIVE1756

2922

2 1 1 1 1 2

2922 ACTIVE 14/04/2014 J N135-00-3/171
Escalator Incline - Station 

Building - London Bridge Stn
No Access

Asbestos No Access: 
Presumed

Not Surveyed 0

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

1750 ACTIVE 02/11/2020 J N135-00-3/151
UMC - Station Building - 

London Bridge Stn
Paper Asbestos

Asbestos Known

<1m2 - Paper lining within 
auxillary break switch of red 
box Box is at horizontal level 
underneath Escalator 11

10

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

1750 1 1

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

1756

Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

1755

Asbestos

No Access: 
Presumed

Restricted Access Fans need 
to be isolated before entry, 
Two Man team required 0

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

45374 1 2 2 2 3

1755 ACTIVE 14/04/2014 J N135-00-2/953
Disused Room - Station 

Building - London Bridge Stn
No Access

Asbestos No Access: 
Presumed

Not Surveyed 0

Ref. Material: Asbestos Type Material : Condition Code

45378

45374 ACTIVE 03/07/2020 J N135-00-2/953
Disused Room - Station 

Building - London Bridge Stn
Boarding: AIB

Asbestos Known

Asbestos insulation board 
1m² to firebreak to ceiling 
above door 1 10 N

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

45378 ACTIVE 03/07/2020 J
N135-00-2/952 

DOR-01

Door - 1 - Disused Room - 
Station Building - London 

Bridge Stn
Durasteel

Asbestos Presumed Fire door (durasteel) to door 0

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

2649 ACTIVE 14/04/2014 J N135-00-2/952
Disused Room - Station 

Building - London Bridge Stn
No Access

Asbestos No Access: 
Presumed

Not Surveyed 0

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

2649

1754 ACTIVE 14/04/2014 J N135-00-2/951
Disused Room - Station 

Building - London Bridge Stn
No Access

Asbestos No Access: 
Presumed

Not Surveyed 0

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

1754

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

45373

45373 ACTIVE 03/07/2020 J N135-00-2/732
Switch Room - Station 

Building - London Bridge Stn
Durasteel

Asbestos Strongly 
Presumed

Fire door (durasteel) 2 no to 
doorway

0



Ref. Status Status Date
Main 
Line

Location Code Location Description Area Start(m)
Linear 
Positio

Qty. 
Units

Lead Paint
%

Surface Code
Asbestos 

Type
Date 

Identified

Above 
False 

Ceiling

Run date: 26/05/2022  Line: JNP  Assessment Status: All  Material Status: All  Material Type: All

Material 
Type

Material Status Finish(m) Notes
Qty. 

Metre
PCB %

Assessme 
Score

Report 
Ref.

Below False 
Floor

No Access
Vent Shaft - Station Building 

- London Bridge Stn
N135-00-3/797J26/01/2015ACTIVE2561

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

2794

2358

2794 ACTIVE 14/04/2014 J N135-00-4/071
Circulation Area - Station 

Building - London Bridge Stn
No Access

Asbestos No Access: 
Presumed

Not Surveyed 0

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

2358 ACTIVE 14/04/2014 J N135-00-3/989
Vent Shaft - Station Building 

- London Bridge Stn
No Access

Asbestos No Access: 
Presumed

Not Surveyed 0

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

1760 ACTIVE 26/01/2015 J N135-00-3/988
Vent Shaft - Station Building 

- London Bridge Stn
No Access

Asbestos

No Access: 
Presumed

Restricted Access Fans need 
to be isolated before entry, 
Two Man team required 0

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

1760

1759 ACTIVE 26/01/2015 J N135-00-3/798
Vent Shaft - Station Building 

- London Bridge Stn
No Access

Asbestos

No Access: 
Presumed

Restricted Access Fans need 
to be isolated before entry, 
Two Man team required 0

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

1759

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

2561

Asbestos

No Access: 
Presumed

Restricted Access Fans need 
to be isolated before entry, 
Two Man team required 0

1758 ACTIVE 26/01/2015 J N135-00-3/796
Vent Shaft - Station Building 

- London Bridge Stn
No Access

Asbestos

No Access: 
Presumed

Restricted Access Fans need 
to be isolated before entry, 
Two Man team required 0

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

1758

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

2504

Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

2793

2504 ACTIVE 26/01/2015 J N135-00-3/795
Vent Shaft - Station Building 

- London Bridge Stn
No Access

Asbestos

No Access: 
Presumed

Restricted Access Fans need 
to be isolated before entry, 
Two Man team required 0

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

1757

2793 ACTIVE 14/04/2014 J N135-00-3/794
Vent Shaft - Station Building 

- London Bridge Stn
No Access

Asbestos No Access: 
Presumed

Not Surveyed 0

Ref. Material: Asbestos Type Material : Condition Code

1757 ACTIVE 26/01/2015 J N135-00-3/793
Vent Shaft - Station Building 

- London Bridge Stn
No Access

Asbestos

No Access: 
Presumed

Restricted Access Fans need 
to be isolated before entry, 
Two Man team required 0

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance



Ref. Status Status Date
Main 
Line

Location Code Location Description Area Start(m)
Linear 
Positio

Qty. 
Units

Lead Paint
%

Surface Code
Asbestos 

Type
Date 

Identified

Above 
False 

Ceiling

Run date: 26/05/2022  Line: JNP  Assessment Status: All  Material Status: All  Material Type: All

Material 
Type

Material Status Finish(m) Notes
Qty. 

Metre
PCB %

Assessme 
Score

Report 
Ref.

Below False 
Floor

2 29/09/2011

27/02/2012 N

27/02/2012 N

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

1762

1762 ACTIVE 26/01/2015 J N135-00-5/791
Disused Room - Station 

Building - London Bridge Stn
No Access

Asbestos

No Access: 
Presumed

Restricted Access Fans need 
to be isolated before entry, 
Two Man team required 0

45377 ACTIVE 03/07/2020 J N135-00-4/903
Void - Station Building

- London Bridge Stn
Lead/Leading

Lead Paint/ 
Lead

Known

Lead paint confirmed on 
Stair strings / Vertical 
support girder / Stair 
support girders

N

Ref.

45377

1761 ACTIVE 14/04/2014 J N135-00-4/793
Vent Shaft - Station Building 

- London Bridge Stn
No Access

Asbestos No Access: 
Presumed

Not Surveyed 0

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

1761

Ref.

45375

Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

45376

45375 ACTIVE 03/07/2020 J N135-00-4/631
Stairs: Spiral - Station 

Building - London Bridge Stn
Lead/Leading

Lead Paint/ 
Lead Known

Confirmed Lead paint on 
underside of stairs within 
void 4/903

N

45376 ACTIVE 03/07/2020 J N135-00-4/631
Stairs: Spiral - Station 

Building - London Bridge Stn
Durasteel

Asbestos Presumed Fire door (durasteel) 2 no to 
doors

0

Ref. Material: Asbestos Type Material : Condition Code



Ref. Status Status Date
Main 
Line

Location Code Location Description Area Start(m)
Linear 
Positio

Qty. 
Units

Lead Paint
%

Surface Code
Asbestos 

Type
Date 

Identified

Above 
False 

Ceiling

Run date: 26/05/2022  Line: JNP  Assessment Status: All  Material Status: All  Material Type: All

Material 
Type

Material Status Finish(m) Notes
Qty. 

Metre
PCB %

Assessme 
Score

Report 
Ref.

Below False 
Floor

1 Encapsulated 
medium density 
materials

Chrysotile 17/04/2012 N

Encapsulated 
medium density 
materials

Chrysotile 30/01/2015

0 Chrysotile 23/10/2008

14 LHS 1 Chrysotile 23/10/2008

17 LHS 1 Chrysotile 23/10/2008

20 LHS 1 Chrysotile 23/10/2008

0 Chrysotile 23/10/2008

31213 ACTIVE 09/02/2015 N N135-N- SBFA
Road SBFA (Plt2) - NOR - 

London Bridge Stn
Cable Sheath

Asbestos Known 111 woven cable shealth. Plastic 
cables

1

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

31213 1

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

31212 1

Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

31211 1

31212 ACTIVE 10/08/2017 N N135-N- NBFA
Road NBFA (Plt1) - NOR - 

London Bridge Stn
Westinghouse 

Boxes

Asbestos Strongly 
Presumed

Trackside equipment 
Westinghouse small

1

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

31210 1

31211 ACTIVE 10/08/2017 N N135-N- NBFA
Road NBFA (Plt1) - NOR - 

London Bridge Stn
Signal Boxes

Asbestos Strongly 
Presumed

Trackside equipment 
Tencore electrical

1

Ref. Material: Asbestos Type Material : Condition Code

31210 ACTIVE 10/08/2017 N N135-N- NBFA
Road NBFA (Plt1) - NOR - 

London Bridge Stn
Westinghouse 

Boxes

Asbestos Strongly 
Presumed

Trackside equipment 
Westinghouse small

1

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

31209 1

Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

1764

31209 ACTIVE 09/02/2015 N N135-N- NBFA
Road NBFA (Plt1) - NOR - 

London Bridge Stn
Cable Sheath

Asbestos Known 116 woven cable shealth. 
Limited access

1

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

2795

1764 ACTIVE 26/01/2015 J N135-00-5/981
Vent Shaft - Station Building 

- London Bridge Stn
No Access

Asbestos

No Access: 
Presumed

Restricted Access Fans need 
to be isolated before entry, 
Two Man team required 0

Ref. Material: Asbestos Type Material : Condition Code

1763

2795 ACTIVE 26/01/2015 J N135-00-5/971
Disused Room - Station 

Building - London Bridge Stn
No Access

Asbestos

No Access: 
Presumed

Restricted Access Fans need 
to be isolated before entry, 
Two Man team required 0

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

1 1 1 1 1 2

1763 ACTIVE 14/04/2014 J N135-00-5/952
Disused Room - Station 

Building - London Bridge Stn
No Access

Asbestos No Access: 
Presumed

Not Surveyed 0

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

1 1 2

25908 ACTIVE 03/11/2020 J N135-00-5/902
Disused Room - Station 

Building - London Bridge Stn
Other Electrical 

Boxes

Asbestos
Strongly 
Presumed

Asbestos presumed within 
equipment to floodgate 
mechanism

8

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

25908 1 0

2357 ACTIVE 02/11/2020 J N135-00-5/902
Disused Room - Station 

Building - London Bridge Stn
Other Electrical 

Boxes

Asbestos Presumed Watford box presumed to 
contain - Chrysotile 
asbestos components

11 N

Ref. Material: Asbestos Type Material : Condition Code Material : Product 
Type

Material : Surface 
Code

Priority : 
Disturbance

Priority : Exposure Priority : Maint.
Activity

Priority : Occupant Activity

2357 1 1 2 1 2


